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GENERAL NOTES

1. CONCRETE FOR POOL SHALL BE
4,000 PSI 28 DAY COMPRESSIVE
. STRENGTH.

2. CONCRETE FOR POOL DECK SHALL
BE MIN. 3500 PSI.

COMPLY WITH THE PENNSYLVANIA
STATE DEPARTMENT OF HEALTH,
PUBLIC BATHING PLACE.

4. THIS FACILITY IS AN EXISTING,
PERMITTED FACILITY

Barry Isett & Associates, Inc.
Hung Nguyen, BCO
PA UCC Cert. #005941

3. POOL & DECK CONSTRUCTION SHALL
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